The deterioration of drinking water during distribution process is caused by many factors. The microorganisms and substances peeling off from the "growth-ring" make the secondary pollution in drinking water distribution systems. To reduce the secondary pollution, two-phase pulse flushing technology is introduced to quickly remove the "growth-ring". In this study, experiment is undertaken for investigating the efficiency of the two-phase pulse flushing and finding the best setting combination. A case study is undertaken to compare the efficiencies between the two-phase pulse and the single-phase flushing. The best setting combination of the two-phase pulse flushing is at the frequency 4 s-6 s (air inflow time is 4 s and air cut off time is 6 s) and the round air inflow nozzle is set at the bottom of the pipe. Two-phase pulse flushing technology can save 95% of water and 6 h 40 min flushing time.
Introduction
The water consumed by the consumers travels large distances and takes long durations through the water distribution system. The secondary pollution causing deterioration occurs after clean drinking water leaves the treatment plant. The deterioration in drinking water quality is influenced by many factors, e.g., decay of disinfectant residual, temperature, hydraulic regime, water residence time, bacterial regrowth, etc. [1] [2] [3] .
During drinking water distribution, the secondary pollution is mainly caused by the so-called "growth-ring". Sediments attach on the pipe wall, and they can interact with the pipe wall materials by chemical or electrochemical processes and microorganisms, which forms an irregular "growth-ring" towards the centre of the pipe [4] [5] [6] [7] . The microorganisms and substances peeling off from the "growth-ring" into bulk water is the main mechanism of the secondary pollution in drinking water distribution system [8] .
The "growth-ring" contains high percentage of water which takes generally over 1/3 and sometimes even over 1/2 of the contents [4] . Through X-ray diffraction (XRD) and X-ray photoelectron spectroscopy (XPS) analysis, the main ingredients of the "growth-ring" are goethite, ferrous sulphide, etc., while iron is the major element, approximately 55% of the content [4] . The "growth-ring" generally has three layers: biological membrane layer, deposition layer and corrosion layer. This structure provides the environment for the growth of bacteria, and the bacteria can promote the corrosion of the metal [9] . Sanitisers are used to control the growth of microorganisms, but residual sanitisers can increase the reaction velocity of corrosion [10] . The "growth-ring" can also cause leakage because its The water pump draws the water from the water tank and the flow rate is controlled by the valve. The measurement of the flow rate is undertaken by the flow meter. Air goes into the air compressor for compressing. Air pressure is controlled by the gasholder. In this two-phase (gas and water) experiment set up, the entire pipeline is strictly sealed. The pumped-out water and the compressed air are mixed in a T joint and then flow into the water tank along the pipeline. In the end, the water flows into the water tank for circulatory use. The water pump draws the water from the water tank and the flow rate is controlled by the valve. The measurement of the flow rate is undertaken by the flow meter. Air goes into the air compressor for compressing. Air pressure is controlled by the gasholder. In this two-phase (gas and water) experiment set up, the entire pipeline is strictly sealed. The pumped-out water and the compressed air are mixed in a T joint and then flow into the water tank along the pipeline. In the end, the water flows into the water tank for circulatory use. 
Single-Phase Flushing

Two-Phase Pulse Flushing
In this research, the air inflow and cut off time is from 3 to 6 s. Different shapes of nozzles (round, rectangular and slot) and different locations of nozzles (in the middle, on top or on bottom of the pipe) are set for experimental results comparison.
The experiment is undertaken by only changing one of the conditions (air inflow and cut off time, nozzle shape and location). The best condition combination is obtained by following the following principles. Setting the nozzle shape and location invariant, the pressure fluctuation of No. 1 pressure sensing point is recorded as the prioritised reference, and the average flow velocity is recorded as the subordinate reference. The best air inflow frequency is obtained when the pressure fluctuation reaches maximum and the flow velocity reaches a high value simultaneously. If the flow velocity does not reach a high value at the maximum pressure fluctuation point, it needs to be evaluated at the second, third, etc. highest pressure fluctuation point until the flow velocity reaches a high value. The best air inflow frequency can be obtained by using the rules above. 
Single-Phase Flushing
Two-Phase Pulse Flushing
The experiment is undertaken by only changing one of the conditions (air inflow and cut off time, nozzle shape and location). The best condition combination is obtained by following the following principles. Setting the nozzle shape and location invariant, the pressure fluctuation of No. 1 pressure sensing point is recorded as the prioritised reference, and the average flow velocity is recorded as the subordinate reference. The best air inflow frequency is obtained when the pressure fluctuation reaches maximum and the flow velocity reaches a high value simultaneously. If the flow velocity does not reach a high value at the maximum pressure fluctuation point, it needs to be evaluated at the second, third, etc. highest pressure fluctuation point until the flow velocity reaches a high value. The best air inflow frequency can be obtained by using the rules above.
Round Nozzle
In the Middle of the Pipe Setting the air inflow time invariant, Figure 3 shows the maximum average peak pressure of the flow inside the pipe comes after the air inflow is cut off for 6 s. The average peak pressure is 8.1 m when the frequency is 4 s-6 s (air inflow time 4 s and air cut off time 6 s). When the frequency is 5 s-6 s and 6 s-6 s, the average peak pressure is 8.96 m and 7.94 m, respectively. Figure 4 shows the pressure comparison of the four best frequencies. When air cut off duration is 6 s, few differences are caused by pulse frequency through applying different air inflow time. The result shows that the peak pressure reaches the maximum 8.96 m at the frequency 5 s-6 s (round nozzle in the middle of the pipe). Figure 3 shows the maximum average peak pressure of the flow inside the pipe comes after the air inflow is cut off for 6 s. The average peak pressure is 8.1 m when the frequency is 4 s-6 s (air inflow time 4 s and air cut off time 6 s). When the frequency is 5 s-6 s and 6 s-6 s, the average peak pressure is 8.96 m and 7.94 m, respectively. Figure 4 shows the pressure comparison of the four best frequencies. When air cut off duration is 6 s, few differences are caused by pulse frequency through applying different air inflow time. The result shows that the peak pressure reaches the maximum 8.96 m at the frequency 5 s-6 s (round nozzle in the middle of the pipe). Figure 3 shows the maximum average peak pressure of the flow inside the pipe comes after the air inflow is cut off for 6 s. The average peak pressure is 8.1 m when the frequency is 4 s-6 s (air inflow time 4 s and air cut off time 6 s). When the frequency is 5 s-6 s and 6 s-6 s, the average peak pressure is 8.96 m and 7.94 m, respectively. Figure 4 shows the pressure comparison of the four best frequencies. When air cut off duration is 6 s, few differences are caused by pulse frequency through applying different air inflow time. The result shows that the peak pressure reaches the maximum 8.96 m at the frequency 5 s-6 s (round nozzle in the middle of the pipe). The best frequency is not clear after air inflow is cut off for 6 s through the comparison of the four best pressure values in Figure 4 . Therefore, four cycles of pressure data are selected to perform the statistical analysis in every operating condition to help find the best frequency (Table 1) . Figure 5 shows the average flow velocity of the water flow in the pipe by applying above settings.
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The best frequency is not clear after air inflow is cut off for 6 s through the comparison of the four best pressure values in Figure 4 . Therefore, four cycles of pressure data are selected to perform the statistical analysis in every operating condition to help find the best frequency (Table 1) . Figure 5 shows the average flow velocity of the water flow in the pipe by applying above settings. In Table 1 and Figure 5 , the best frequency for the round nozzle in the middle of the pipe can be obtained as 5 s-6 s. The average water flow velocity can reach 2.534 m/s in the pipe at the frequency 5 s-6 s. Although the pressure peak value deviation at 5 s-6 s is slightly higher than the other three frequencies, the average peak pressure value and the fluctuation range reach maximum simultaneously.
Nozzle on Top of the Pipe Figure 6 shows the maximum average peak pressure comes after air inflow is cut off for 6 s by setting the air inflow time invariant. When the frequency is 3 s-6 s, 4 s-6 s, 5 s-6 s and 6 s-6 s, the average peak pressure reaches 8.20 m, 8.31 m, 8.47 m and 8.08 m, respectively. Figure 7 shows the pressure comparison of the four best frequencies. When air cut off duration is 6 s, few differences are caused by pulse frequency through applying different air inflow time. The result shows that the peak pressure reaches the maximum 8.47 m at the frequency 5 s-6 s (round nozzle on top of the pipe). In Table 1 and Figure 5 , the best frequency for the round nozzle in the middle of the pipe can be obtained as 5 s-6 s. The average water flow velocity can reach 2.534 m/s in the pipe at the frequency 5 s-6 s. Although the pressure peak value deviation at 5 s-6 s is slightly higher than the other three frequencies, the average peak pressure value and the fluctuation range reach maximum simultaneously.
Nozzle on Top of the Pipe Figure 6 shows the maximum average peak pressure comes after air inflow is cut off for 6 s by setting the air inflow time invariant. When the frequency is 3 s-6 s, 4 s-6 s, 5 s-6 s and 6 s-6 s, the average peak pressure reaches 8.20 m, 8.31 m, 8.47 m and 8.08 m, respectively. Figure 7 shows the pressure comparison of the four best frequencies. When air cut off duration is 6 s, few differences are caused by pulse frequency through applying different air inflow time. The result shows that the peak pressure reaches the maximum 8.47 m at the frequency 5 s-6 s (round nozzle on top of the pipe). The best frequency is not clear after air inflow is cut off for 6 s through the comparison of the four best pressure values in Figure 7 . Therefore, four cycles of pressure data are selected to perform the statistical analysis in every operating condition to help find the best frequency (Table 2 ). The best frequency is not clear after air inflow is cut off for 6 s through the comparison of the four best pressure values in Figure 7 . Therefore, four cycles of pressure data are selected to perform the statistical analysis in every operating condition to help find the best frequency (Table 2 ). The best frequency is not clear after air inflow is cut off for 6 s through the comparison of the four best pressure values in Figure 7 . Therefore, four cycles of pressure data are selected to perform the statistical analysis in every operating condition to help find the best frequency (Table 2) . Figure 8 shows the average flow velocity of the water flow in the pipe by applying above settings. Figure 8 shows the average flow velocity of the water flow in the pipe by applying above settings. In Table 2 and Figure 8 , the best frequency can be obtained as 4 s-6 s (round nozzle on top of the pipe). The average peak pressure value and the fluctuation range of No. 1 sensing point reach maximum simultaneously and the average water flow velocity reaches a high value 2.311 m/s in the pipe at the frequency 4 s-6 s.
Nozzle at the Bottom of the Pipe Figure 9 shows the maximum average peak pressure comes after air inflow is cut off for 6 s by setting the air inflow time invariant. When the frequency is 3 s-6 s, 4 s-6 s, 5 s-6 s and 6 s-6s, the average peak pressure is 8.74 m, 9.03 m, 8.00 m and 7.88 m, respectively. Figure 10 shows the pressure comparison of the four best frequencies. Few differences are caused by pulse frequency by applying different air inflow time after air inflow is cut off for 6 s. When the frequency is 4 s-6 s, the peak pressure reaches the maximum value 9.03 m (round nozzle at the bottom of the pipe). In Table 2 and Figure 8 , the best frequency can be obtained as 4 s-6 s (round nozzle on top of the pipe). The average peak pressure value and the fluctuation range of No. 1 sensing point reach maximum simultaneously and the average water flow velocity reaches a high value 2.311 m/s in the pipe at the frequency 4 s-6 s.
Nozzle at the Bottom of the Pipe Figure 9 shows the maximum average peak pressure comes after air inflow is cut off for 6 s by setting the air inflow time invariant. When the frequency is 3 s-6 s, 4 s-6 s, 5 s-6 s and 6 s-6 s, the average peak pressure is 8.74 m, 9.03 m, 8.00 m and 7.88 m, respectively. Figure 10 shows the pressure comparison of the four best frequencies. Few differences are caused by pulse frequency by applying different air inflow time after air inflow is cut off for 6 s. When the frequency is 4 s-6 s, the peak pressure reaches the maximum value 9.03 m (round nozzle at the bottom of the pipe).
Water 2017, 9, 927 7 of 25 Figure 8 shows the average flow velocity of the water flow in the pipe by applying above settings. In Table 2 and Figure 8 , the best frequency can be obtained as 4 s-6 s (round nozzle on top of the pipe). The average peak pressure value and the fluctuation range of No. 1 sensing point reach maximum simultaneously and the average water flow velocity reaches a high value 2.311 m/s in the pipe at the frequency 4 s-6 s.
Nozzle at the Bottom of the Pipe Figure 9 shows the maximum average peak pressure comes after air inflow is cut off for 6 s by setting the air inflow time invariant. When the frequency is 3 s-6 s, 4 s-6 s, 5 s-6 s and 6 s-6s, the average peak pressure is 8.74 m, 9.03 m, 8.00 m and 7.88 m, respectively. Figure 10 shows the pressure comparison of the four best frequencies. Few differences are caused by pulse frequency by applying different air inflow time after air inflow is cut off for 6 s. When the frequency is 4 s-6 s, the peak pressure reaches the maximum value 9.03 m (round nozzle at the bottom of the pipe). The best frequency is not clear after air inflow is cut off for 6 s through the comparison of the four best frequencies (Figure 10 ). Therefore, four cycles of pressure data are selected to perform the statistical analysis in every operating condition to help find the best frequency (Table 3) . Figure 11 shows the average flow velocity of the water flow in the pipe by applying the above flushing conditions.
In Table 3 and Figure 11 , the best frequency can be obtained as 4 s-6 s (round nozzle at the bottom of the pipe). The average peak pressure value and the fluctuation range of No. 1 sensing point reach maximum simultaneously and the average water flow velocity reaches a high value 2.957 m/s at the frequency 4 s-6 s. The best frequency is not clear after air inflow is cut off for 6 s through the comparison of the four best frequencies (Figure 10 ). Therefore, four cycles of pressure data are selected to perform the statistical analysis in every operating condition to help find the best frequency (Table 3) . Figure 11 shows the average flow velocity of the water flow in the pipe by applying the above flushing conditions.
In Table 3 and Figure 11 , the best frequency can be obtained as 4 s-6 s (round nozzle at the bottom of the pipe). The average peak pressure value and the fluctuation range of No. 1 sensing point reach maximum simultaneously and the average water flow velocity reaches a high value 2.957 m/s at the frequency 4 s-6 s. The best frequency is not clear after air inflow is cut off for 6 s through the comparison of the four best frequencies ( Figure 10 ). Therefore, four cycles of pressure data are selected to perform the statistical analysis in every operating condition to help find the best frequency (Table 3) . Table 3 . Pressure values and statistical analysis after air inflow has been cut off for 6 s (round nozzle at the bottom of the pipe). Figure 11 shows the average flow velocity of the water flow in the pipe by applying the above flushing conditions.
Frequency
In Table 3 and Figure 11 , the best frequency can be obtained as 4 s-6 s (round nozzle at the bottom of the pipe). The average peak pressure value and the fluctuation range of No. 1 sensing point reach maximum simultaneously and the average water flow velocity reaches a high value 2.957 m/s at the frequency 4 s-6 s. 
Comparison of Nozzle Locations
At the best flushing frequencies, by using the same nozzle shape (round) and setting different nozzle locations, the fluctuation range and the flow velocity of No. 1 sensing point are compared and given in Table 4 . Setting the round nozzle on top of the pipe, the peak pressure and the average flow velocity reach maximum simultaneously, the peak value deviation reaches minimum, and the fluctuation range is high. The above results indicate that the best and most reliable choice for flushing is to set the nozzle at the bottom of the pipe and process at the best frequencies. The best frequency is 4 s-6 s or 5 s-6 s. The best air inflow frequency not only ensures enough air inflow quantity for keeping the ejection flow flushing, but also avoids the negative effects on the flushing results by over air inflow amount. Two-phase (gas and water) high energy flushing effect on the internal pipe wall can be secured at the best air inflow frequencies. Figure 12 shows similar regularity as the former results. The static peak pressure on top of the internal pipe increases with the increase of the air inflow cut off time. The pressure saltation becomes more obvious with the increase of the air inflow cut off time, and therefore turbulence increases, which promotes the cleaning for the pipelines. The maximum average peak pressure comes after air inflow is cut off for 6 s by setting air inflow time invariant. When the frequency is 3 s-6 s, 4 s-6 s, 5 s-6 s and 6 s-6 s, the average peak pressure is 8.21 m, 7.98 m, 8.10 m and 8.00 m, respectively. Figure  13 shows the pressure comparison of the four best frequencies. When air cut off duration is 6 s, few differences are caused by pulse frequency by applying different air inflow time. At the frequency 3 s-6 s, the peak pressure value reaches maximum, which is 8.21 m (rectangular nozzle in the middle of the pipe). 
At the best flushing frequencies, by using the same nozzle shape (round) and setting different nozzle locations, the fluctuation range and the flow velocity of No. 1 sensing point are compared and given in Table 4 . Setting the round nozzle on top of the pipe, the peak pressure and the average flow velocity reach maximum simultaneously, the peak value deviation reaches minimum, and the fluctuation range is high. The above results indicate that the best and most reliable choice for flushing is to set the nozzle at the bottom of the pipe and process at the best frequencies. The best frequency is 4 s-6 s or 5 s-6 s. The best air inflow frequency not only ensures enough air inflow quantity for keeping the ejection flow flushing, but also avoids the negative effects on the flushing results by over air inflow amount. Two-phase (gas and water) high energy flushing effect on the internal pipe wall can be secured at the best air inflow frequencies. Figure 12 shows similar regularity as the former results. The static peak pressure on top of the internal pipe increases with the increase of the air inflow cut off time. The pressure saltation becomes more obvious with the increase of the air inflow cut off time, and therefore turbulence increases, which promotes the cleaning for the pipelines. The maximum average peak pressure comes after air inflow is cut off for 6 s by setting air inflow time invariant. When the frequency is 3 s-6 s, 4 s-6 s, 5 s-6 s and 6 s-6 s, the average peak pressure is 8.21 m, 7.98 m, 8.10 m and 8.00 m, respectively. Figure 13 shows the pressure comparison of the four best frequencies. When air cut off duration is 6 s, few differences are caused by pulse frequency by applying different air inflow time. At the frequency 3 s-6 s, the peak pressure value reaches maximum, which is 8.21 m (rectangular nozzle in the middle of the pipe). The best frequency is not clear after air inflow is cut off for 6 s through the comparison of the four best frequencies ( Figure 13 ). Therefore, four cycles of pressure data are selected to perform the statistical analysis in every operating condition to help find the best frequency (Table 5 ). The best frequency is not clear after air inflow is cut off for 6 s through the comparison of the four best frequencies (Figure 13 ). Therefore, four cycles of pressure data are selected to perform the statistical analysis in every operating condition to help find the best frequency (Table 5 ). The best frequency is not clear after air inflow is cut off for 6 s through the comparison of the four best frequencies (Figure 13 ). Therefore, four cycles of pressure data are selected to perform the statistical analysis in every operating condition to help find the best frequency (Table 5 ). Figure 14 shows the average flow velocity of the water flow in the pipe by applying the above flushing conditions. Figure 14 shows the average flow velocity of the water flow in the pipe by applying the above flushing conditions. In Table 5 and Figure 14 , the best frequency can be obtained as 6 s-6 s (rectangular nozzle in the middle of the pipe). The average water flow velocity reaches 2.447 m/s in the pipe at the frequency 6 s-6 s, and the average peak pressure value and the fluctuation range reach maximum simultaneously.
Nozzle on Top of the Pipe Figure 15 shows that the static pressure peak value on top of the internal pipe wall increases with the increase of the air inflow cut off time. The maximum average peak pressure comes after air inflow is cut off for 6 s by setting air inflow time invariant. When the frequency is 3 s-6 s, 4 s-6 s, 5 s-6 s and 6 s-6 s, the average peak pressure is 8.32 m, 8.13 m, 8.45 m and 7.81 m, respectively. Figure  16 shows the pressure comparison of the four best frequencies. When air cut off duration is 6 s, few differences are caused by pulse frequency when applying different air inflow time. When the frequency is 5 s-6 s, the peak pressure value reaches maximum, which is 8.45 m (rectangular nozzle on top of the pipe). In Table 5 and Figure 14 , the best frequency can be obtained as 6 s-6 s (rectangular nozzle in the middle of the pipe). The average water flow velocity reaches 2.447 m/s in the pipe at the frequency 6 s-6 s, and the average peak pressure value and the fluctuation range reach maximum simultaneously.
Nozzle on Top of the Pipe Figure 15 shows that the static pressure peak value on top of the internal pipe wall increases with the increase of the air inflow cut off time. The maximum average peak pressure comes after air inflow is cut off for 6 s by setting air inflow time invariant. When the frequency is 3 s-6 s, 4 s-6 s, 5 s-6 s and 6 s-6 s, the average peak pressure is 8.32 m, 8.13 m, 8.45 m and 7.81 m, respectively. Figure 16 shows the pressure comparison of the four best frequencies. When air cut off duration is 6 s, few differences are caused by pulse frequency when applying different air inflow time. When the frequency is 5 s-6 s, the peak pressure value reaches maximum, which is 8.45 m (rectangular nozzle on top of the pipe). Figure 14 shows the average flow velocity of the water flow in the pipe by applying the above flushing conditions. In Table 5 and Figure 14 , the best frequency can be obtained as 6 s-6 s (rectangular nozzle in the middle of the pipe). The average water flow velocity reaches 2.447 m/s in the pipe at the frequency 6 s-6 s, and the average peak pressure value and the fluctuation range reach maximum simultaneously.
Nozzle on Top of the Pipe Figure 15 shows that the static pressure peak value on top of the internal pipe wall increases with the increase of the air inflow cut off time. The maximum average peak pressure comes after air inflow is cut off for 6 s by setting air inflow time invariant. When the frequency is 3 s-6 s, 4 s-6 s, 5 s-6 s and 6 s-6 s, the average peak pressure is 8.32 m, 8.13 m, 8.45 m and 7.81 m, respectively. Figure  16 shows the pressure comparison of the four best frequencies. When air cut off duration is 6 s, few differences are caused by pulse frequency when applying different air inflow time. When the frequency is 5 s-6 s, the peak pressure value reaches maximum, which is 8.45 m (rectangular nozzle on top of the pipe). The best frequency is not clear after air inflow is cut off for 6 s through the comparison of the four best frequencies (Figure 16 ). Therefore, four cycles of pressure data are selected to perform the statistical analysis in every operating condition to help find the best frequency (Table 6 ). The best frequency is not clear after air inflow is cut off for 6 s through the comparison of the four best frequencies (Figure 16 ). Therefore, four cycles of pressure data are selected to perform the statistical analysis in every operating condition to help find the best frequency (Table 6 ). Figure 17 shows the average flow velocity of the water flow in the pipe by applying the above flushing conditions. The best frequency is not clear after air inflow is cut off for 6 s through the comparison of the four best frequencies (Figure 16 ). Therefore, four cycles of pressure data are selected to perform the statistical analysis in every operating condition to help find the best frequency (Table 6 ). In Table 6 and Figure 17 , the best frequency can be obtained as 5 s-6 s (rectangular nozzle on top of the pipe). The average water flow velocity reaches 2.314 m/s in the pipe at the frequency 5 s-6 s, and the average peak pressure value and the fluctuation range reach maximum simultaneously.
Nozzle at the Bottom of the Pipe Figure 18 shows the maximum average peak pressure comes after air inflow is cut off for 6 s by setting the air inflow time invariant. When the frequency is 3 s-6 s, 4 s-6 s, 5 s-6 s and 6 s-6 s, the average peak pressure is 8.32 m, 8.21 m, 7.83 m and 8.03 m, respectively. Figure 19 shows the pressure comparison of the four best frequencies. When air cut off duration is 6 s, few differences are caused by pulse frequency when different air inflow time is applied. When the frequency is 3 s-6 s, the peak pressure reaches maximum, which is 8.32 m (rectangular nozzle at the bottom of the pipe). In Table 6 and Figure 17 , the best frequency can be obtained as 5 s-6 s (rectangular nozzle on top of the pipe). The average water flow velocity reaches 2.314 m/s in the pipe at the frequency 5 s-6 s, and the average peak pressure value and the fluctuation range reach maximum simultaneously.
Nozzle at the Bottom of the Pipe Figure 18 shows the maximum average peak pressure comes after air inflow is cut off for 6 s by setting the air inflow time invariant. When the frequency is 3 s-6 s, 4 s-6 s, 5 s-6 s and 6 s-6 s, the average peak pressure is 8.32 m, 8.21 m, 7.83 m and 8.03 m, respectively. Figure 19 shows the pressure comparison of the four best frequencies. When air cut off duration is 6 s, few differences are caused by pulse frequency when different air inflow time is applied. When the frequency is 3 s-6 s, the peak pressure reaches maximum, which is 8.32 m (rectangular nozzle at the bottom of the pipe). The best frequency is not clear after air inflow is cut off for 6 s through the comparison of the four best frequencies (Figure 19) . Therefore, four cycles of pressure data are selected to perform the statistical analysis in every operating condition to help to find the best frequency (Table 7) . Table 7 . Pressure values and analysis after air inflow has been cut off for 6 s (rectangular nozzle at the bottom of the pipe). In Table 7 and Figure 20 , the average peak pressure value and the fluctuation range of No. 1 sensing point reach maximum simultaneously at the frequency 3 s-6 s (rectangular nozzle at the bottom of the pipe). However, the average water flow velocity is low, which is 2.154 m/s in the pipe at the frequency 3 s-6 s. Therefore, 6 s-6 s is considered as the best frequency, and at this frequency the flow velocity in the pipe is 2.912 m/s.
At the best flushing frequencies, setting different nozzle locations, the fluctuation ranges and the flow velocity of No. 1 sensing point are compared and given in Table 8 . Setting the rectangular nozzle at the bottom of the pipe, the average flow velocity reaches maximum, and the peak pressure value The best frequency is not clear after air inflow is cut off for 6 s through the comparison of the four best frequencies (Figure 19) . Therefore, four cycles of pressure data are selected to perform the statistical analysis in every operating condition to help to find the best frequency (Table 7) . The best frequency is not clear after air inflow is cut off for 6 s through the comparison of the four best frequencies (Figure 19 ). Therefore, four cycles of pressure data are selected to perform the statistical analysis in every operating condition to help to find the best frequency (Table 7) . Table 7 . Pressure values and analysis after air inflow has been cut off for 6 s (rectangular nozzle at the bottom of the pipe). In Table 7 and Figure 20 , the average peak pressure value and the fluctuation range of No. 1 sensing point reach maximum simultaneously at the frequency 3 s-6 s (rectangular nozzle at the bottom of the pipe). However, the average water flow velocity is low, which is 2.154 m/s in the pipe at the frequency 3 s-6 s. Therefore, 6 s-6 s is considered as the best frequency, and at this frequency the flow velocity in the pipe is 2.912 m/s.
At the best flushing frequencies, setting different nozzle locations, the fluctuation ranges and the flow velocity of No. 1 sensing point are compared and given in Table 8 . Setting the rectangular nozzle at the bottom of the pipe, the average flow velocity reaches maximum, and the peak pressure value In Table 7 and Figure 20 , the average peak pressure value and the fluctuation range of No. 1 sensing point reach maximum simultaneously at the frequency 3 s-6 s (rectangular nozzle at the bottom of the pipe). However, the average water flow velocity is low, which is 2.154 m/s in the pipe at the frequency 3 s-6 s. Therefore, 6 s-6 s is considered as the best frequency, and at this frequency the flow velocity in the pipe is 2.912 m/s.
At the best flushing frequencies, setting different nozzle locations, the fluctuation ranges and the flow velocity of No. 1 sensing point are compared and given in Table 8 . Setting the rectangular nozzle at the bottom of the pipe, the average flow velocity reaches maximum, and the peak pressure value deviation reaches minimum. However, setting the rectangular nozzle in the middle or on top of the pipe, the peak pressure value and the fluctuation range are high, as well as the deviation, especially the variance of the average peak pressure value reaches 0.4364 when the rectangular nozzle is set on top of the pipe. The above results indicate that the flow velocity and pressure fluctuation range are high and steady when the rectangular nozzle is set in the middle of the pipe. The best frequencies for pipe flushing are between 5 s-6 s and 6 s-6 s. The best air inflow frequency not only ensures enough air inflow amount for keeping the ejection flow flushing, but also avoids the negative effects on the flushing results by over air inflow amount. Similarly, in summary, two-phase (gas and water) high energy flushing effect on the internal pipe wall can be secured at the best air inflow frequencies. Figure 21 shows the maximum average peak pressure comes after air inflow is cut off for 6 s by setting the air inflow time invariant. When the frequency is 3 s-6 s, 4 s-6 s, 5 s-6 s and 6 s-6 s, the average peak pressure value is 7.68 m, 7.81 m, 7.52 m and 7.34 m, respectively. Figure 22 shows the pressure comparison of the four best frequencies. When air cut off duration is 6 s, few differences are caused by pulse frequency when different air inflow time is applied. At the frequency 4 s-6 s, the peak pressure reaches maximum, which is 7.81 m, by setting the slot nozzle in the middle of the pipe.
Water 2017, 9, 927 15 of 25 deviation reaches minimum. However, setting the rectangular nozzle in the middle or on top of the pipe, the peak pressure value and the fluctuation range are high, as well as the deviation, especially the variance of the average peak pressure value reaches 0.4364 when the rectangular nozzle is set on top of the pipe. The above results indicate that the flow velocity and pressure fluctuation range are high and steady when the rectangular nozzle is set in the middle of the pipe. The best frequencies for pipe flushing are between 5 s-6 s and 6 s-6 s. The best air inflow frequency not only ensures enough air inflow amount for keeping the ejection flow flushing, but also avoids the negative effects on the flushing results by over air inflow amount. Similarly, in summary, two-phase (gas and water) high energy flushing effect on the internal pipe wall can be secured at the best air inflow frequencies. Figure 21 shows the maximum average peak pressure comes after air inflow is cut off for 6 s by setting the air inflow time invariant. When the frequency is 3 s-6 s, 4 s-6 s, 5 s-6 s and 6 s-6 s, the average peak pressure value is 7.68 m, 7.81 m, 7.52 m and 7.34 m, respectively. Figure 22 shows the pressure comparison of the four best frequencies. When air cut off duration is 6 s, few differences are caused by pulse frequency when different air inflow time is applied. At the frequency 4 s-6 s, the peak pressure reaches maximum, which is 7.81 m, by setting the slot nozzle in the middle of the pipe. The best frequency is not clear after air inflow is cut off for 6 s through the comparison of the four best frequencies in Figure 22 . Therefore, four cycles of pressure data are selected to perform the statistical analysis in every operating condition to help find the best frequency. The results are given in Table 9 . Table 9 . Pressure values and statistical analysis after air inflow has been cut off for 6 s when the slot nozzle is set in the middle of the pipe. In Table 9 and Figure 23 , the pressure fluctuation range of No. 1 sensing point reaches maximum at the frequency 6 s-6 s when the slot nozzle is set in the middle of the pipe. The average water flow velocity reaches a high value which is 2.928 m/s in the pipe at the frequency 6 s-6 s. Therefore, 6 s-6 s is considered as the best frequency. The best frequency is not clear after air inflow is cut off for 6 s through the comparison of the four best frequencies in Figure 22 . Therefore, four cycles of pressure data are selected to perform the statistical analysis in every operating condition to help find the best frequency. The results are given in Table 9 . Figure 23 shows the average flow velocity of the water flow in the pipe by applying the above flushing conditions. The best frequency is not clear after air inflow is cut off for 6 s through the comparison of the four best frequencies in Figure 22 . Therefore, four cycles of pressure data are selected to perform the statistical analysis in every operating condition to help find the best frequency. The results are given in Table 9 . Table 9 . Pressure values and statistical analysis after air inflow has been cut off for 6 s when the slot nozzle is set in the middle of the pipe. In Table 9 and Figure 23 , the pressure fluctuation range of No. 1 sensing point reaches maximum at the frequency 6 s-6 s when the slot nozzle is set in the middle of the pipe. The average water flow velocity reaches a high value which is 2.928 m/s in the pipe at the frequency 6 s-6 s. Therefore, 6 s-6 s is considered as the best frequency. In Table 9 and Figure 23 , the pressure fluctuation range of No. 1 sensing point reaches maximum at the frequency 6 s-6 s when the slot nozzle is set in the middle of the pipe. The average water flow velocity reaches a high value which is 2.928 m/s in the pipe at the frequency 6 s-6 s. Therefore, 6 s-6 s is considered as the best frequency. Figure 24 shows the maximum average peak pressure comes after air inflow is cut off for 6 s by setting the air inflow time invariant. When the frequency is 3 s-6 s, 4 s-6 s, 5 s-6 s and 6 s-6 s, the average peak pressure is 7.51 m, 7.44 m, 6.99 m and 7.47 m, respectively. Figure 25 shows the pressure comparison of the four best frequencies. When air cut off duration is 6 s, few differences are caused by pulse frequency by applying different air inflow time. When the frequency is 3 s-6 s, the peak pressure reaches maximum, which is 7.51 m, when the slot nozzle is set on top of the pipe. Figure 24 shows the maximum average peak pressure comes after air inflow is cut off for 6 s by setting the air inflow time invariant. When the frequency is 3 s-6 s, 4 s-6 s, 5 s-6 s and 6 s-6 s, the average peak pressure is 7.51 m, 7.44 m, 6.99 m and 7.47 m, respectively. Figure 25 shows the pressure comparison of the four best frequencies. When air cut off duration is 6 s, few differences are caused by pulse frequency by applying different air inflow time. When the frequency is 3 s-6 s, the peak pressure reaches maximum, which is 7.51 m, when the slot nozzle is set on top of the pipe. Nozzle on Top of the Pipe Figure 24 shows the maximum average peak pressure comes after air inflow is cut off for 6 s by setting the air inflow time invariant. When the frequency is 3 s-6 s, 4 s-6 s, 5 s-6 s and 6 s-6 s, the average peak pressure is 7.51 m, 7.44 m, 6.99 m and 7.47 m, respectively. Figure 25 shows the pressure comparison of the four best frequencies. When air cut off duration is 6 s, few differences are caused by pulse frequency by applying different air inflow time. When the frequency is 3 s-6 s, the peak pressure reaches maximum, which is 7.51 m, when the slot nozzle is set on top of the pipe. The best frequency is not clear after air inflow is cut off for 6 s through the comparison of the four best frequencies in Figure 25 . Therefore, four cycles of pressure data are selected to perform the statistical analysis in every operating condition to help find the best frequency. The results are given in Table 10 . Figure 26 shows the average flow velocity of the water flow in the pipe when the above flushing conditions are applied. The best frequency is not clear after air inflow is cut off for 6 s through the comparison of the four best frequencies in Figure 25 . Therefore, four cycles of pressure data are selected to perform the statistical analysis in every operating condition to help find the best frequency. The results are given in Table 10 . Table 10 . Pressure values and statistical analysis after air inflow has been cut off for 6 s when the slot nozzle is set on top of the pipe. Figure 26 shows the average flow velocity of the water flow in the pipe when the above flushing conditions are applied. In Table 10 and Figure 26 , the peak pressure and the pressure fluctuation range of No. 1 sensing point reach maximum simultaneously at the frequency 4 s-6 s when the slot nozzle is set on top of the pipe. The average water flow velocity reaches a high value which is 2.928 m/s in the pipe at the frequency 4 s-6 s. Therefore, 4 s-6 s is considered as the best frequency.
Nozzle on Top of the Pipe
Nozzle at the Bottom of the Pipe Figure 27 shows the maximum average peak pressure comes after air inflow is cut off for 6 s by applying invariant air inflow time. When the frequency is 3 s-6 s, 4 s-6 s, 5 s-6 s and 6 s-6 s, the average peak pressure is 7.71 m, 7.99 m, 8.07 m and 7.72 m, respectively. Figure 28 shows the pressure comparison of the four best frequencies. When air cut off duration is 6 s, there are few differences caused by pulse frequency when different air inflow time is applied. When the frequency is 5 s-6 s, the peak pressure reaches maximum, which is 8.07 m, when the slot nozzle is set at the bottom of the pipe. In Table 10 and Figure 26 , the peak pressure and the pressure fluctuation range of No. 1 sensing point reach maximum simultaneously at the frequency 4 s-6 s when the slot nozzle is set on top of the pipe. The average water flow velocity reaches a high value which is 2.928 m/s in the pipe at the frequency 4 s-6 s. Therefore, 4 s-6 s is considered as the best frequency.
Nozzle at the Bottom of the Pipe Figure 27 shows the maximum average peak pressure comes after air inflow is cut off for 6 s by applying invariant air inflow time. When the frequency is 3 s-6 s, 4 s-6 s, 5 s-6 s and 6 s-6 s, the average peak pressure is 7.71 m, 7.99 m, 8.07 m and 7.72 m, respectively. Figure 28 shows the pressure comparison of the four best frequencies. When air cut off duration is 6 s, there are few differences caused by pulse frequency when different air inflow time is applied. When the frequency is 5 s-6 s, the peak pressure reaches maximum, which is 8.07 m, when the slot nozzle is set at the bottom of the pipe. The best frequency is not clear after air inflow is cut off for 6 s through the comparison of the four best frequencies in Figure 28 . Therefore, four cycles of pressure data are selected to perform the statistical analysis in every operating condition to help find the best frequency. The results are given in Table 11 . The best frequency is not clear after air inflow is cut off for 6 s through the comparison of the four best frequencies in Figure 28 . Therefore, four cycles of pressure data are selected to perform the statistical analysis in every operating condition to help find the best frequency. The results are given in Table 11 . The best frequency is not clear after air inflow is cut off for 6 s through the comparison of the four best frequencies in Figure 28 . Therefore, four cycles of pressure data are selected to perform the statistical analysis in every operating condition to help find the best frequency. The results are given in Table 11 . Table 11 . Pressure values and statistical analysis after air inflow has been cut off for 6 s when the slot nozzle is set at the bottom of the pipe. Figure 29 shows the average flow velocity of the water flow in the pipe when the above flushing conditions are applied.
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Water 2017, 9, 927 20 of 25 Table 11 . Pressure values and statistical analysis after air inflow has been cut off for 6 s when the slot nozzle is set at the bottom of the pipe. Figure 29 shows the average flow velocity of the water flow in the pipe when the above flushing conditions are applied. In Table 11 and Figure 29 , the best frequency can be obtained as 5 s-6 s when the slot nozzle is set at the bottom of the pipe. The average water flow velocity reaches 2.320 m/s in the pipe at the frequency 5 s-6 s, and the average peak value and the fluctuation range reach maximum simultaneously.
Comparison of Nozzle Locations
At the best flushing frequencies, setting different nozzle locations, the fluctuation range and the flow velocity of No. 1 sensing point are compared and given in Table 12 . When the slot nozzle is set in the middle of the pipe, the average flow velocity reaches maximum, the peak value deviation is low, and the fluctuation range is high. The above results indicate that nozzle in the middle of the pipe is the best and most reliable for pipe flushing at the best frequencies when three different nozzle locations are set. The best frequencies are between 4 s-6 s and 6 s-6 s. The best air inflow frequency not only ensures enough air inflow amount for keeping the ejection flow flushing, but also avoids the negative effects on the flushing results by over air inflow amount. Similarly, in summary, two-phase (gas and water) high energy flushing effect on the internal pipe wall can be secured at the best air inflow frequencies. In Table 11 and Figure 29 , the best frequency can be obtained as 5 s-6 s when the slot nozzle is set at the bottom of the pipe. The average water flow velocity reaches 2.320 m/s in the pipe at the frequency 5 s-6 s, and the average peak value and the fluctuation range reach maximum simultaneously.
At the best flushing frequencies, setting different nozzle locations, the fluctuation range and the flow velocity of No. 1 sensing point are compared and given in Table 12 . When the slot nozzle is set in the middle of the pipe, the average flow velocity reaches maximum, the peak value deviation is low, and the fluctuation range is high. The above results indicate that nozzle in the middle of the pipe is the best and most reliable for pipe flushing at the best frequencies when three different nozzle locations are set. The best frequencies are between 4 s-6 s and 6 s-6 s. The best air inflow frequency not only ensures enough air inflow amount for keeping the ejection flow flushing, but also avoids the negative effects on the flushing results by over air inflow amount. Similarly, in summary, two-phase (gas and water) high energy flushing effect on the internal pipe wall can be secured at the best air inflow frequencies. 
Discussions on Nozzle Shapes
The effects of different nozzle locations based on the same shape of the air inflow nozzle have been compared and discussed in previous subsections. In this subsection, the effects of different nozzle shapes when they are set at the same locations will be compared and discussed. The best nozzle shape for every air inflow location will be selected.
At the best flushing frequencies, the fluctuation range and the flow velocity of No. 1 sensing point when different shape nozzles are set in the middle of the pipe are compared and given in Table 13 . When the nozzle shape is slot, the flow velocity is the highest, but the pressure fluctuation range of the No. 1 sensing point is the lowest. When the nozzle shape is round, the pressure fluctuation range and average peak pressure value are both the highest, and the flow velocity is high. Therefore, the best flushing condition combination is to use the round nozzle and set it in the middle of the pipe operating at the frequency 5 s-6 s. At the best flushing frequencies, the fluctuation range and the flow velocity of No. 1 sensing point when different shape nozzles are set on top of the pipe are compared and given in Table 14 . Different shapes have little influence on the flow velocity. When the rectangular shape is used, the average peak and bottom pressure and the pressure fluctuation range simultaneously maximised. Therefore, the best flushing condition combination is to set the rectangular nozzle on top of the pipe operating at the frequency 5 s-6 s. At the best flushing frequencies, the fluctuation range and the flow velocity of No. 1 sensing point when different shape nozzles are set at the bottom of the pipe are compared, as shown in Table 15 . The frequency 5 s-6 s is considered as the best frequency because the flow velocity, average pressure peak value and the pressure fluctuation range reaches maximum simultaneously. Through the analysis and comparison in Tables 13-15 and the previous subsections, the best nozzle shape for every air inflow location and the best operating frequency are selected to achieve the best flushing result: a round air inflow nozzle at the bottom of the pipe operating at the frequency 4 s-6 s.
Case Study
Case Project Overview
This project is to apply flushing for the pipeline of the outer ring road of a city in Yangtze River Delta. It is a flushing work for a new pipeline before it is synchronised in the water distribution network. The pipe is connected by a T type rubber ring socket connector and its material is nodular cast iron. The lining is cement plaster for anticorrosion. The length of the pipeline is 891 m, and the diameter is DN1400 mm. The source water for flushing is from a DN1400 mm clean water pipe which is in parallel with the objective pipeline, and the DN1400 mm is a main transmission pipeline in the water network. To ensure the water demand of the downstream customers, flushing cannot use too much water amount. There is a crossover duct at 200 m distance from the pipe beginning. It is 14 m above the ground and its length is approximately 90 m. The other pipelines are in one approximately horizontal line. The drain pipe consists of two parts. The flushing pipe is connected with the DN800 mm drain pipe. There is a DN800 mm butterfly valve on the DN800 mm drain pipe. The butterfly valve is connected with a concentric reducer (DN800 × DN600). Then, through DN600 mm pipe, the waste water drains to the river.
Flushing Strategy
The flushing equipment for this case project consists of a pulse flushing generation system, a pulse control system and a visible monitoring system by using internet access. The visible monitoring system is deployed at the end of the flushing pipeline to monitor the sensory index of the flushing water quality and the results of the flushing in real time. The flushing frequencies can be controlled by the control panel to optimise the results of the flushing at any time. The monitoring devices include flow meter, portable turbidimeter and portable total chlorine tester for measuring the flow rate, turbidity and total chlorine of the end water. The water consumption for flushing is measured by recording the flow rate. The turbidity of the end water is recorded every 10 min. When the turbidity falls below 1 Nephelometric Turbidity Unit (NTU), the flushing process is stopped. The diagram of this project is shown in Figure 30 . network. The pipe is connected by a T type rubber ring socket connector and its material is nodular cast iron. The lining is cement plaster for anticorrosion. The length of the pipeline is 891 m, and the diameter is DN1400 mm. The source water for flushing is from a DN1400 mm clean water pipe which is in parallel with the objective pipeline, and the DN1400 mm is a main transmission pipeline in the water network. To ensure the water demand of the downstream customers, flushing cannot use too much water amount. There is a crossover duct at 200 m distance from the pipe beginning. It is 14 m above the ground and its length is approximately 90 m. The other pipelines are in one approximately horizontal line. The drain pipe consists of two parts. The flushing pipe is connected with the DN800 mm drain pipe. There is a DN800 mm butterfly valve on the DN800 mm drain pipe. The butterfly valve is connected with a concentric reducer (DN800 × DN600). Then, through DN600 mm pipe, the waste water drains to the river.
The flushing equipment for this case project consists of a pulse flushing generation system, a pulse control system and a visible monitoring system by using internet access. The visible monitoring system is deployed at the end of the flushing pipeline to monitor the sensory index of the flushing water quality and the results of the flushing in real time. The flushing frequencies can be controlled by the control panel to optimise the results of the flushing at any time. The monitoring devices include flow meter, portable turbidimeter and portable total chlorine tester for measuring the flow rate, turbidity and total chlorine of the end water. The water consumption for flushing is measured by recording the flow rate. The turbidity of the end water is recorded every 10 min. When the turbidity falls below 1 Nephelometric Turbidity Unit (NTU), the flushing process is stopped. The diagram of this project is shown in Figure 30 . Based on the experimental results in Section 2, the best flushing condition combination is to set the round air inflow nozzle at the bottom of the pipe operating at the frequency 4 s-6 s. The results are verified by numerical modelling and experiments. Therefore, this case project uses these results. However, the experimental pipeline is aclinic but the pipeline used in this case project consists a bridge duct which is 14 m higher than the ground and its length is 200 m. The structure in this pipeline is more complex than the experimental one. Hence, based on the optimum combination, by using the visualisation system at the end of the pipeline outfall to monitor the flushing results in real time and adjusting the frequencies at the beginning of the pipeline, the optimum flushing results are guaranteed. Based on the experimental results in Section 2, the best flushing condition combination is to set the round air inflow nozzle at the bottom of the pipe operating at the frequency 4 s-6 s. The results are verified by numerical modelling and experiments. Therefore, this case project uses these results. However, the experimental pipeline is aclinic but the pipeline used in this case project consists a bridge duct which is 14 m higher than the ground and its length is 200 m. The structure in this pipeline is more complex than the experimental one. Hence, based on the optimum combination, by using the visualisation system at the end of the pipeline outfall to monitor the flushing results in real time and adjusting the frequencies at the beginning of the pipeline, the optimum flushing results are guaranteed.
Flushing Results
According to the "Code for construction and acceptance of water and sewerage pipeline works" (GB50268-2008) issued by the Ministry of Housing and Urban-Rural Development of the People's Republic of China (MOHURD) and the General Administration of Quality Supervision [11] , Inspection and Quarantine of the People's Republic of China, the flushing for the water distribution pipelines should meet the following requirements. The flushing process should avoid the peak time of water consumption and be in succession. The first time of flushing should use clean water to flush until the turbidity of the end water is below 3 NTU. According to the "Standards for drinking water quality" (GB5749-2006) issued by the Ministry of Health of the People's Republic of China and the Standardisation Administration of the People's Republic of China [12] , the conventional index of sanitiser and the requirements in drinking water are in Table 16 . Figure 31 shows the data record of turbidity during the flushing process. At 14:05, flushing and air inflow commence. Before air inflow works, the turbidity of the pipe is 175.00 NTU (14.06). After air inflow works, the turbidity increases based on the results shown in the data record because of the separation of the internal pipe wall attachments and sediments to the water caused by flushing. It reaches the highest value 498.00 NTU at 14:16. With the continuous flushing, all the internal pipe wall attachments and sediments are separated to the water and discharged from the pipeline, and the turbidity starts to decrease. At 15:26, the turbidity is 0.85 NTU, which meets the requirements. Then, the air inflow is stopped and the flushing process is finished. The entire process lasts 1 h 20 min.
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According to the "Code for construction and acceptance of water and sewerage pipeline works" (GB50268-2008) issued by the Ministry of Housing and Urban-Rural Development of the People's Republic of China (MOHURD) and the General Administration of Quality Supervision [11] , Inspection and Quarantine of the People's Republic of China, the flushing for the water distribution pipelines should meet the following requirements. The flushing process should avoid the peak time of water consumption and be in succession. The first time of flushing should use clean water to flush until the turbidity of the end water is below 3 NTU. According to the "Standards for drinking water quality" (GB5749-2006) issued by the Ministry of Health of the People's Republic of China and the Standardisation Administration of the People's Republic of China [12] , the conventional index of sanitiser and the requirements in drinking water are in Table 16 . Figure 31 shows the data record of turbidity during the flushing process. At 14:05, flushing and air inflow commence. Before air inflow works, the turbidity of the pipe is 175.00 NTU (14.06). After air inflow works, the turbidity increases based on the results shown in the data record because of the separation of the internal pipe wall attachments and sediments to the water caused by flushing. It reaches the highest value 498.00 NTU at 14:16. With the continuous flushing, all the internal pipe wall attachments and sediments are separated to the water and discharged from the pipeline, and the turbidity starts to decrease. At 15:26, the turbidity is 0.85 NTU, which meets the requirements. Then, the air inflow is stopped and the flushing process is finished. The entire process lasts 1 h 20 min. Figure 32 shows the data record of residual chlorine during the flushing process. At 14:05, water inflow starts and the initial residual chlorine concentration is 0.09 mg/L. At 14:06, air inflow starts and based on the results of the data record the residual chlorine in the pipeline starts to increase because the attachments and sediments from the internal pipe wall separate to the water and discharge outside the pipeline, which causes the decrease of inorganic substance and chlorine consumption. At 15.26, the residual chlorine concentration reaches 0.62 mg/L, which meets the requirements of the national code. Figure 32 shows the data record of residual chlorine during the flushing process. At 14:05, water inflow starts and the initial residual chlorine concentration is 0.09 mg/L. At 14:06, air inflow starts and based on the results of the data record the residual chlorine in the pipeline starts to increase because the attachments and sediments from the internal pipe wall separate to the water and discharge outside the pipeline, which causes the decrease of inorganic substance and chlorine consumption. At 15.26, the residual chlorine concentration reaches 0.62 mg/L, which meets the requirements of the national code. Figure 33 shows the photos inside the pipe before and after the flushing in this case study. The "growth-ring" is effectively removed by the flushing process. For the DN1400 mm, 8 h are needed to reach the flushing target by using traditional single-phase flushing method. According to the national code [11] , the flow velocity must be above 1.0 m/s when single-phase flushing method is used. Comparison of these two methods is given in Table 17 . This case study is undertaken based on the experimental results obtained in the two-phase (gas and water) pulse flushing. To achieve the most effective, energy-saving and the least costly flushing target, the round air inflow nozzle is used and to set at the bottom of the pipe operating at the frequency 4 s-6 s. The results given in Table 17 show that the two-phase (gas and water) flushing method can save 95% of water and 6 h 40 min time against the single-phase flushing method, which is much more efficient and less costly. Figure 33 shows the photos inside the pipe before and after the flushing in this case study. The "growth-ring" is effectively removed by the flushing process. Figure 33 shows the photos inside the pipe before and after the flushing in this case study. The "growth-ring" is effectively removed by the flushing process. For the DN1400 mm, 8 h are needed to reach the flushing target by using traditional single-phase flushing method. According to the national code [11] , the flow velocity must be above 1.0 m/s when single-phase flushing method is used. Comparison of these two methods is given in Table 17 . This case study is undertaken based on the experimental results obtained in the two-phase (gas and water) pulse flushing. To achieve the most effective, energy-saving and the least costly flushing target, the round air inflow nozzle is used and to set at the bottom of the pipe operating at the frequency 4 s-6 s. The results given in Table 17 show that the two-phase (gas and water) flushing method can save 95% of water and 6 h 40 min time against the single-phase flushing method, which is much more efficient and less costly. For the DN1400 mm, 8 h are needed to reach the flushing target by using traditional single-phase flushing method. According to the national code [11] , the flow velocity must be above 1.0 m/s when single-phase flushing method is used. Comparison of these two methods is given in Table 17 . This case study is undertaken based on the experimental results obtained in the two-phase (gas and water) pulse flushing. To achieve the most effective, energy-saving and the least costly flushing target, the round air inflow nozzle is used and to set at the bottom of the pipe operating at the frequency 4 s-6 s. The results given in Table 17 show that the two-phase (gas and water) flushing method can save 95% of water and 6 h 40 min time against the single-phase flushing method, which is much more efficient and less costly.
Conclusions
An experimental framework is built for investigating the best setting combination of the two-phase (water and pressure) pulse flushing technology. The optimum setting combination of the two-phase pulse flushing method is obtained and verified by experimental results and subsequent discussions: a round air inflow nozzle at the bottom of the pipe operating at the frequency 4 s-6 s (air inflow time is 4 s and air cut off time is 6 s). A case project is introduced and through this project, the single-phase flushing method and the two-phase (gas and water) flushing method are compared and discussed. The two-phase flushing method can save 95% of water and 6 hours 40 min flushing time, which is much more efficient and less costly.
